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Customer : Job no. : Location - Equipment ID. :
Glow Energy Contact Glow_01 ST-1D 10BAT10GAD10
TECHNICAL DATA
Method :  DGA Analysis (ASTM 3612-02) Capacity (MVA):  : 6350
Unit Number B 10BAT10GAD1D Rated Voltage (kV] - 12311
Location . ST-1D Year © 2004
urer :  TIRATHAI Sampling Point : Main Tank

Serial Number : 4710243

Sampled Date 2171202010

Tested Date 512011

Criteria
Compenent Gas ppm
{ppm)

02{0xygen) NIA 37116
M2(Nitrogen) NIA 4388
C02{Cabon Dioxide} <2500 21988
CO{Cobon Monoxide) <350 103
H2{Hydrogen) <100 1
CH4{Methane) <120 4
C2H2{Acetylene) <2 ND
C2H4{Ethylene) <50 ND
(s <65 ND
C3HB{Propylene) NIA 18
C3H8(Propane) NIA 23
Total Combustible Gas T20 7
Temperature {°C) 70
(R - |




